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11.0 Introduction
The U.S. Environmental Protection Agency (EPA) and the Massachusetts Department of
Environmental Protection (DEP) jointly issued a National Pollution Discharge Elimination
System (NPDES) permit for the Massachusetts Water Resources Authority (MWRA) Clinton
Treatment Plant facility on September 27, 2000.  The permit was issued to comply with the
federal Clean Water Act and to meet state water quality standards. The new permit became
effective November 26, 2000.
In addition to effluent quality monitoring, the Permit requires MWRA to submit a report on
the Clinton Treatment Plant’s chlorination system.  Part I.D.4 of NPDES Permit No.
MA0100404 states in part:
Within 3 months of the effective date of the permit, the permittee will submit a report
documenting the effectiveness of the chlorination and dechlorination system. The
report will specifically address how flow variability and chlorine demand variability
affect compliance with the TRC and fecal coliform limits at all times. Sampling data
shall be provided to support conclusions on how hourly and daily flow and chlorine
demand varies affects permit compliance. The report will include a description on
chlorination and dechlorination systems and the methods for dosage control. The
report will identify all changes necessary to ensure compliance with the TRC and fecal
coliform limits at all times, including equipment modifications and upgrades,
operational procedures (including calibration procedures and alarm/response
procedures), and sampling protocols. The report will include a schedule for
implementing all of the necessary changes.
2.0 Clinton Treatment Plant
The Clinton Wastewater Treatment Plant serves the town of Clinton and the Lancaster Sewer
District.  The plant provides secondary treatment using an activated sludge process in
combination with nutrient removal, chlorination, and dechlorination.  The major facilities
include headworks, primary settling tanks, trickling filters, aeration tanks, secondary settling
tanks, sludge digesters, a sludge press, and an off-site dedicated sludge-only landfill.  Figure 1
shows the plant layout.
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screening and grit removal.  The flow then goes to the primary clarifiers, which remove
approximately 30% of Biochemical Oxygen Demand (BOD) and 60% of Total Suspended
Solids (TSS) from the wastewater.  Effluent from primary treatment then goes through
trickling filters prior to the aeration basins.  At the aeration basins, nitrification is
accomplished by extending the sludge retention time from 8 to about 12 days.  In addition,
phosphorus is removed by alum addition.  From the aeration basins, wastewater goes to the
clariflocculator for final settling. Secondary treatment removes greater than 85% BOD and
TSS.  Finally, the effluent enters the disinfection basins where it is chlorinated with sodium
hypochlorite and dechlorinated with sodium bisulfite before it is discharged to the South
Branch, Nashua River.  Scum and sludge removed from the primary tanks and clarifocculator
are digested, filter-pressed, and trucked off-site to the sludge-only dedicated landfill.  Figure 2
depicts the Clinton Plan process flow schematic.
3.0 Disinfection System
The South Branch, Nashua River is classified by the State as Class B waters.   Designated
uses for class B waters are primarily: 1) the protection and propagation of fish, other aquatic
life and wildlife and, 2) the waters must be suitable for primary and secondary contact
recreation.  To meet these requirements, treatment facilities usually must disinfect the effluent
before discharge.  The most common and cost-effective disinfectant used in water and
wastewater treatment facilities is chlorine, which is extremely hazardous to handle.
Therefore, sodium hypochlorite has been the standard alternative to chlorine.  It is equally
effective, and far safer.
In either form, effluent chlorination can be extremely toxic to aquatic life.  The South Branch,
Nashua River may not provide sufficient dilution of the chlorinated effluent to meet the EPA-
recommended in-stream criteria for acute and chronic toxicity levels.  For this reason, the
EPA and DEP issue NPDES permits with stringent limitations on total chlorine residual.  To
ensure permit compliance, most plants, including Clinton, dechlorinate their effluent prior to
discharge.

53.1 Chlorination System
The Clinton Treatment Plant is equipped with a sodium hypochlorite disinfection
system consisting of two 4200-gallon hypochlorite holding tanks containing 15%
sodium hypochlorite solution, three chemical metering pumps, flow rotameters, flow
indicating transmitters, a calibration tube, an effluent sampler, and associated piping.
The system is housed in the Chemical Building.
The addition of hypochlorite is flow-paced with the effluent flow. Hypochlorite is
injected into to the clariflocculator effluent junction box downstream of the
clariflocculator.  The chlorinated effluent then flows into the hypochlorite contact
chambers where, based upon flow rate, it receives at least 15 minutes contact time.
Within the contact chamber, a gate controls flow into one of two contact tanks.  Each
tank is equipped with low-pressure air diffusers to provide additional aeration of the
effluent. The chlorinated effluent then flows over a weir into the sodium bisulfite
dechlorination chamber. Following dechlorination, the effluent flows through the
Parshall flume for flow measurement and then over the outfall cascade to be
discharged to the river. Figure 3 presents a schematic of the chlorination and
dechlorination contact chambers.
Control of the chlorination process is accomplished by pump variable speed flow-
pacing, manual dosage adjustment by changing the stroke length on the pump, and
monitoring the residual chlorine at the chlorine contact tank effluent weir.  The
operator sets the desired pump speed at the pump control panel and manually sets the
stroke length of the pump. Once the dosage rate is identified and the pump is properly
adjusted, the flow of sodium hypochlorite will be controlled by a flow signal received
from the effluent flow meter. In this automated mode, the pump continuously delivers
a preset dosage of sodium hypochlorite paced with effluent flow.
Certain conditions may make it necessary for plant personnel to manually control the
chemical dosing rate to compensate for changes within the process or high chlorine

7demand in the influent which may affect chlorination effectiveness.  These conditions
may include:
• Decreased chlorine potency (deterioration in the storage tank)
• Recycling of overflow from digesters
• Introduction of filtrate from the sludge filter press into the wastestream
• Reduced contact time due to high flow
• Flow surge
• Industrial slug discharge, and
• Toxics in the influent
• Low residual chlorine at the end of the contact chamber
When such conditions occur, the operator can manually adjust the addition of sodium
hypochlorite by resetting the desired pump speed and manually adjusting the stroke
length at the control panel.
Pumps are calibrated to ensure set dosage rates are delivered by the chemical feed
pumps.  Pump calibrations are periodically conducted by noting the time it takes to
pump a known volume of water.
System failures during regular hours are taken care of immediately.  An on-call-
operator is available to respond on emergencies on weekends or holidays.  The
Control Panel is equipped with a 24-hour automatic alarm system that is designed to
go off when an operational upset or system failure occurs. The hypochlorite system is
also equipped with an alarm to provide immediate notification in case of a chlorination
system failure. Alarms activated during off-hours are processed through a call box,
which is programmed to phone the operator-on-call.  Hypochlorite system problems
are top priority items. In case of a power outage, sodium hypochlorite feed pumps will
continue to operate uninterrupted from backup generator power.
3.2 Dechlorination System
The Clinton Plant is equipped with a sodium bisulfite dechlorination system consisting
of one 1200-gallon tank containing 38% bisulfite solution, two chemical metering
pumps, a flow rotameter, a diffuser assembly, and associated piping.  The system is
8fully automated and like the chlorination system, it can be operated manually.  The
system is also housed in the Chemical Building.
Under normal conditions, the dechlorination process is automatically controlled by
flow-pacing the chemical feed pump with effluent flow.  Sodium bisulfite application
occurs at the diffuser assembly located immediately below the discharge from the
hypochlorite contact tanks. The bisulfite is diffused immediately before effluent
cascades over the weirs into the effluent channel – see Figure 3.  Application occurs at
the point of maximum turbulence and allows dosing rate to be optimized.
On certain occasions, it may be necessary to adjust the dosage rate. The amount of
sodium bisulfite solution required to dechlorinate effluent varies according to the
effluent chlorine residual and other factors.  To manually change the dosage rate, the
theoretical bisulfite dosage rate must be determined based on the chlorine residual at
the end of the hypochlorite contact basin.  The pump stroke length is then adjusted
manually for the required dosage.  Chorine residual measurements are taken regularly
at the end of the chlorine contact tank prior to sodium bisulfite injection for process
control purposes and at the bottom of the cascade aerator for permit compliance.  The
effluent is tested three times a day to determine if any changes have occurred.
Similar to the hypochlorite system, the bisulfite pumps are periodically calibrated and
are backed up with generator power in case of a power outage.  Bisulfite pumps, like
hypochlorite pumps, are wired to process alarms.  Alarms activated during off-hours
are processed identically to hypochlorite process alarms (see 3.1).
4.0  Monitoring Results
This section will address monitoring of the chlorination system, dechlorination system and
flow measurement. The monitoring program provides the basis for process control and serves
as a record of how the treatment plant is functioning.  The laboratory results and meter
readings provide valuable information to the operators for identifying problems before they
seriously affect effluent quality and preventing future process upsets.
94.1. Flow
There are three flow meters installed: two for influent, and one for effluent.  All
meters are open channel flow transmitter types that measures flow as the water passes
through a Parshall flume. All flows are recorded 24 hours a day in circular flow charts.
4.1.1. Influent Flow
Clinton and Lancaster flows are measured separately by open channel flow
transmitters. The transmitters send signals to the central control panel located
in the main building where flows are recorded. Two separate totalizers record
Clinton and Lancaster flows.
4.1.2.  Effluent Flow
The effluent flow-measuring transmitter is located before the effluent channel
cascade. The transmitter sends flow rate signals to hypochlorite pumps for
effluent chlorination and sodium bisulfite pumps for dechlorination.  Flow rate,
quantity, and totalizer are displayed and recorded in a 24-hour circular chart at
the central control panel. Flow varies from 2 MGD to 4 MGD depending on
time of day.  Typically, flow increases after 7:00 AM and decreases after 11:00
PM. Figure-5 shows the hourly maximum, minimum and average flows for the
past three months. The highest flow recorded during this period was 5 MGD,
due to a rainstorm on December 12, 2000.  The treatment plant can handle up
to 12 MGD, but normally flows never get that high except for storm events.
During storm events the plant does not have any problems, demonstrating that
the plant is efficiently designed for both high and low flow events.
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Figure 4: Flow Data from November 1, 2000 to January 31, 2001
4.2 Total Chlorine Residual
Testing effluent for residual chlorine is critical to prevent the undesirable effects of
over or under chlorination. Therefore, three times a day, grab samples are taken at the
chlorine contact chamber, where the flow is well mixed and easily accessible to
samplers. These results are used for process control purposes to make sure enough
chlorine is used to treat the effluent. Total chlorine residual measurements of the
effluent are also taken three times a day at the cascade before effluent discharge for
permit compliance.  Each sample is analyzed in the laboratory as soon as collected,
using chlorine residual testing procedures from the Standard Method for the
Examination of Water and Wastewater, 18th Edition, Method 4500-Cl D
Amperometric Titration Method and 4500-Cl E Low Level Amperometric Titration
Method.
The Clinton Treatment Plant never exceeded the chlorine residual maximum daily
average permit limit of <0.03 mg/L. Final effluent readings have always been
<0.03mg/L, proving the plant has a very effective dechlorination system.
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 Figure 5: Chlorine reading at outfall location
4.3 Fecal Coliform
Testing for fecal coliform in plant effluent is done to determine the suitability of the
effluent for discharge and to meet NPDES permit requirements. Fecal coliform
samples are collected three times a day at three-hour intervals at the chlorine contact
chamber. The membrane filter technique is used to determine the number of coliform
organisms present in the water. The membrane filter technique is presented in
Standard Methods for the Examination of Water and Wastewater, 18th Edition,
Method 9230 C Membrane Filter Techniques.
Testing results showed that there were no permit violations. The daily maximum
permit limit is 400cfu/100 mL, which was never even approached. Results have
always been below 25cfu/100ml, showing the effectiveness of the chlorination system.
Chlorine reading at Contact Chamber versus Outfall
(Permit limit: Cl Reading at outfall <0.03 mg/L)
0.00
1.00
2.00
3.00
4.00
5.00
6.00
11
/1/
00
11
/8/
00
11
/15
/00
11
/22
/00
11
/29
/00
12
/6/
00
12
/13
/00
12
/20
/00
12
/27
/00
1/3
/01
1/1
0/0
1
1/1
7/0
1
1/2
4/0
1
1/3
1/0
1
Date
TC
R
 A
ve
ra
ge
 m
g/
L
Cl reading at contact chamber Cl reading at outfall
12
Figure 6: Fecal coliform reading
4.4 Flow vs. Chlorine Dosing Rate
Between January 10-16, 2001, the MWRA conducted a special study to examine the
relationship between flow rate and hypochlorite feed rate. As can seen in Fig-5, the
flow data for this period was very similar to the flow data for the three month
November to January period.
Figure 7: Average Flow from November 2000-January 2001 versus January 10-
16,2001
Examination of flow fluctuations and hypochlorite dosing rates (Figures 8, 9) shows a
strong positive relationship between flow and hypochlorite dosing rate.  In other
words, the chlorination system is working as designed – between automatic flow-
pacing and the operator’s ability to manually fine-tune hypochlorite dosing, the
chlorination system at the Clinton Treatment Plant has been effective in both matching
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influent flow and keeping fecal coliform counts well below permit limits (Figures 6,
9).
Figure-8: 15% Sodium Hypochlorite (NaOCl) Feed Rate
Figure 9: Sodium Hypochlorite (NaOCl) dosing rate compare to effluent flow
15 % Sodium Hypochlorite (NaOCl) Dosing Rate
(January 10-16, 2001)
0.0
1.0
2.0
3.0
4.0
5.0
1:0
0
3:0
0
5:0
0
7:0
0
9:0
0
11
:00
13
:00
15
:00
17
:00
19
:00
21
:00
23
:00
Time
N
aO
C
l g
ph
Average
Sodium Hypochlorite (NaOCl) Dosing Rate Compare to Effluent 
Flow
0
1
2
3
4
1:
00
3:
00
5:
00
7:
00
9:
00
11
:0
0
13
:0
0
15
:0
0
17
:0
0
19
:0
0
21
:0
0
23
:0
0
Time
Ef
flu
en
t (
m
gd
/h
)
0.00
0.50
1.00
1.50
2.00
2.50
3.00
N
aO
C
l (
gp
h)
Flow NaOCl
14
5.0 Conclusion
The disinfection system at the Clinton Wastewater Treatment Plant appears to be working to
protect the water quality of the Nashua River as designed.  Fecal coliform counts in the
plant’s effluent are far below both the monthly average and daily maximum limits of,
respectively, 200 and 400 colonies per 100 mL.  Typically, geometric means of daily fecal
coliform counts are under 10 (Figure 6), and total residual chlorine in the effluent is less than
0.03 mg/L (Figure 5).  The monthly average and daily maximum limits for chlorine residual
are 17.6 and 30.4 mg/L respectively.  Therefore, the disinfection system fulfills its mission of
both neutralizing fecal coliform bacteria and ecologically toxic chlorine before effluent
discharge into the Nashua River.
Both the chlorination and dechlorination systems show the flexibility to handle sudden
changes in flow conditions.  Sodium hypochlorite addition closely follows flow, even during
the sudden rise in plant flow that occurs every morning starting between 7 and 9 AM.
Hypochlorite dosing rate followed both the general curve and a noontime spike in flow quite
closely during the January 10-16 study period (Figure 9).  Excellent process control in the
plant helps to achieve this efficiency, with the manual controls allowing operators to match
dosing to flow with great precision.  Plant personnel also closely monitor the disinfection
system through a rigorous monitoring program, sampling for fecal coliform and total residual
chlorine in the effluent three times a day.
Tight process control and daily monitoring are only two tools the Clinton Wastewater
Treatment Plant possesses to handle mishaps that may affect effluent disinfection.  In case of
a general power failure, backup generators can power both chlorination and dechlorination
pumps.  In addition to the generators, there are two backup pumps for hypochlorite and a
single backup pump for bisulfite, creating a layer of redundancy for pump operations.  The
redundancy also allows for more frequent pump maintenance, further increasing reliability.
Finally, any problems with either the hypochlorite or bisulfite feed pumps are considered
priority problems.  This ensures that operators are alerted to the problem immediately, even
during off-hours.
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Although the disinfection system at Clinton Wastewater Treatment Plant deserves
commendation for its effectiveness, a potential improvement could be made.  Further
optimization of hypochlorite dosing, if possible, could result in less use of hypochlorite,
subsequently leading to reduced use of bisulfite.  The result is potential cost savings by
reducing the amount of chemicals purchased.
Regardless of future improvements, currently disinfection at Clinton Wastewater Treatment
Plant has been extremely effective in two realms:  preventing bacterial contamination of the
South Nashua River, and neutralizing the potentially deadly effects of chlorination on
receiving waters.  The effectiveness and safety of the disinfection system speaks in the plant’s
compliance record:  no violations of either the fecal coliform or the total residual chlorine
permit limits.
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APPENDICES
Appendix A:  Hourly Flow Rate, November 2000-January 2001
 November 2000 Hourly Flow (mgd)
DATE 1:00 2:00 3:00 4:00 5:00 6:00 7:00 8:00 9:00 10:00 11:00  12:00 13:00 14:00 15:00 16:00 17:00 18:00 19:00 20:00 21:00 22:00 23:00 23:59
11/01/00 1.80 1.70 1.40 1.40 1.30 1.40 1.80 2.50 3.00 2.80 2.70 2.60 2.40 2.40 3.60 2.40 2.30 2.40 2.50 2.60 2.80 2.60 2.40 2.20
11/02/00 2.40 2.20 2.00 1.80 1.80 1.70 2.00 2.60 2.90 2.60 2.50 2.40 2.20 * * * * * 3.20 3.20 3.30 3.00 3.00 2.60
11/03/00 1.70 1.50 1.40 1.20 1.20 1.20 1.20 2.80 2.80 2.80 2.00 2.20 2.20 2.20 2.30 2.20 2.20 2.30 2.40 2.40 2.40 2.30 2.20 1.90
11/04/00 1.60 1.60 1.40 1.30 1.20 1.20 1.20 1.50 2.20 2.50 2.80 2.80 2.70 2.60 2.40 2.40 2.20 2.20 2.20 2.20 2.20 2.00 1.90 1.80
11/05/00 1.70 1.50 1.40 1.20 1.20 1.20 1.60 1.40 2.00 2.20 2.50 2.70 2.80 2.70 2.60 2.50 2.40 2.40 2.40 2.50 2.60 2.60 2.40 2.20
11/06/00 1.60 1.40 1.20 1.20 1.20 1.30 1.80 2.40 2.60 2.60 2.50 2.40 2.40 2.30 2.20 2.10 2.00 2.30 2.40 2.40 2.50 2.40 2.20 2.20
11/07/00 1.60 1.40 1.30 1.30 1.20 1.20 2.00 2.50 2.60 2.60 2.40 2.40 2.30 2.20 2.10 2.00 2.00 2.20 2.30 2.40 2.40 2.40 2.20 1.80
11/08/00 1.60 1.60 1.40 1.20 1.20 1.30 2.00 2.30 2.60 2.60 2.50 2.40 2.30 2.20 2.20 2.20 2.20 2.10 2.20 2.40 2.40 2.40 2.20 2.00
11/09/00 1.60 1.60 1.40 1.40 1.30 1.40 1.80 2.40 2.60 2.50 2.40 2.40 2.20 2.10 2.00 2.10 2.00 2.10 2.20 2.30 2.30 2.20 2.20 2.00
11/10/00 2.20 1.80 1.80 1.60 1.60 1.60 2.20 2.40 3.80 4.20 3.20 3.00 3.20 3.70 3.20 3.00 2.80 2.80 2.70 2.60 2.60 2.50 2.40 2.30
11/11/00 2.00 1.80 1.70 1.60 1.60 1.60 1.60 2.00 2.40 2.80 3.20 3.20 3.20 3.00 2.80 2.60 2.60 2.60 2.50 2.50 2.50 2.40 2.30 2.20
11/12/00 1.80 1.60 1.60 1.40 1.50 1.60 1.60 2.00 2.40 2.60 3.00 3.00 2.80 2.80 2.70 2.60 2.60 2.50 2.50 2.60 2.60 2.50 2.40 2.20
11/13/00 2.20 1.60 1.60 1.40 1.60 1.60 2.20 2.40 2.70 2.70 2.60 2.60 2.50 2.40 2.40 2.30 2.40 2.60 2.60 2.60 2.60 2.50 2.30 2.30
11/14/00 2.40 2.20 1.80 1.80 1.70 1.80 2.20 2.60 2.80 2.70 2.60 2.50 2.50 2.40 2.50 2.60 2.70 3.20 3.40 3.40 3.00 2.80 2.80 2.60
11/15/00 2.20 2.00 1.80 1.70 1.70 2.00 2.40 3.00 2.80 2.80 2.80 * * * * * 3.10 3.20 3.30 3.00 3.00 2.80 2.70 2.50
11/16/00 2.00 1.80 1.60 1.60 1.60 1.70 2.20 3.00 3.40 2.40 3.20 2.60 2.80 2.80 3.00 3.60 3.50 3.50 3.50 3.50 3.40 2.70 2.60 2.40
11/17/00 2.00 1.80 1.70 1.60 1.60 1.70 2.00 2.70 2.80 3.00 2.80 2.80 2.80 2.70 2.60 2.60 2.60 2.50 2.50 2.60 2.60 2.50 2.40 2.20
11/18/00 2.00 1.80 1.70 1.60 1.50 1.40 1.60 2.00 2.40 2.60 3.00 2.80 3.00 2.90 2.70 2.60 2.60 2.60 2.60 2.50 2.40 2.40 2.20 2.10
11/19/00 1.90 1.70 1.60 1.60 1.40 1.50 1.50 1.70 2.20 2.50 2.80 3.00 3.00 2.80 2.80 2.60 2.60 2.60 2.60 2.60 2.60 2.60 2.40 2.20
11/20/00 1.80 1.60 1.40 1.60 1.40 1.60 2.40 2.80 3.00 2.70 2.80 2.60 2.60 2.50 2.40 2.40 2.40 2.50 2.60 2.70 2.70 2.60 2.50 2.40
11/21/00 2.00 1.80 1.60 1.50 1.50 1.50 2.00 2.60 2.80 2.80 2.60 2.60 2.40 2.40 2.40 2.40 2.40 2.30 2.40 2.50 2.60 2.60 2.60 2.50
11/22/00 1.80 1.80 1.60 1.40 1.40 1.40 1.80 2.40 2.70 2.80 2.80 2.70 2.60 2.60 2.60 2.40 2.40 2.50 2.60 2.60 2.60 2.50 2.40 2.20
11/23/00 1.70 1.60 1.40 1.40 1.40 1.40 1.60 1.60 2.40 3.00 3.10 3.00 2.80 2.80 2.60 2.40 2.20 2.20 2.20 2.20 2.20 2.20 2.00 2.00
11/24/00 1.80 1.60 1.50 1.40 1.40 1.40 1.60 1.80 2.30 2.40 2.60 2.80 2.70 2.60 2.50 2.40 2.40 2.40 2.40 2.40 2.40 2.20 2.10 2.00
11/25/00 1.90 1.80 1.50 1.40 1.40 1.40 1.30 1.60 1.90 2.40 2.60 2.80 2.80 2.70 2.60 2.50 2.40 2.40 2.40 2.40 2.40 2.20 2.10 2.00
11/26/00 2.30 1.80 1.70 1.60 1.50 1.50 1.80 1.40 1.80 2.20 2.40 2.60 3.00 3.40 3.40 3.70 3.50 3.20 3.00 3.20 3.20 2.80 2.70 2.40
11/27/00 2.20 1.80 1.60 1.60 1.50 1.50 1.80 2.40 2.60 2.80 2.80 2.60 2.60 2.50 2.40 2.40 2.40 2.40 2.50 2.60 2.70 2.70 2.60 2.40
11/28/00 2.30 1.80 1.60 1.60 1.40 1.60 1.80 2.40 2.70 2.70 2.70 2.60 2.40 2.40 2.40 2.40 2.20 2.40 2.40 2.60 2.60 2.80 2.60 2.50
11/29/00 2.20 2.00 1.70 1.60 1.60 1.60 1.80 2.60 2.80 2.80 2.60 2.50 2.40 2.40 2.40 2.40 2.40 2.40 2.50 2.60 2.70 2.70 2.60 2.50
11/30/00 2.20 1.80 1.80 1.60 1.60 1.80 2.40 2.70 2.70 2.70 2.70 2.60 2.60 2.50 2.50 2.50 2.40 2.50 2.60 2.70 2.70 2.60 2.40 2.20
* No discharge to river. Flow diverted to clariflocculators to allow for downstream work
A-I
December 2000 Hourly Flow (mgd)
DATE 1:00 2:00 3:00 4:00 5:00 6:00 7:00 8:00 9:00 10:00 11:00  12:00 13:00 14:00 15:00 16:00 17:00 18:00 19:00 20:00 21:00 22:00 23:00 23:59
12/01/00 2.00 1.80 1.70 1.60 1.50 1.50 1.50 2.00 2.40 2.60 2.80 2.60 2.60 2.40 2.40 2.40 2.40 2.40 2.40 2.50 2.50 2.50 2.40 2.20
12/02/00 1.90 1.80 1.60 1.60 1.40 1.50 1.50 1.80 2.30 2.70 2.80 2.80 2.80 2.80 2.70 2.60 2.60 2.50 2.50 2.50 2.40 2.40 2.20 2.20
12/03/00 1.80 1.70 1.50 1.40 1.40 1.60 1.60 1.80 2.40 2.60 2.80 2.80 2.80 2.80 2.60 2.60 2.60 2.60 2.60 2.60 2.60 2.60 2.50 2.30
12/04/00 1.80 1.70 1.50 1.40 1.40 1.60 2.20 2.60 2.80 2.70 2.60 2.50 2.40 2.40 2.40 2.30 2.30 2.40 2.50 2.60 2.60 2.50 2.40 2.20
12/05/00 1.90 1.70 1.60 1.40 1.40 1.60 2.40 2.60 2.70 2.80 2.60 2.50 2.50 2.40 2.20 2.20 2.20 2.20 2.30 2.60 2.70 2.70 2.50 2.20
12/06/00 1.90 1.60 1.50 1.40 1.40 1.50 2.00 2.70 2.70 2.60 2.40 2.50 2.40 2.40 2.40 2.20 2.20 2.30 2.40 2.50 2.60 2.60 2.40 2.20
12/07/00 2.10 1.80 1.60 1.40 1.40 1.60 2.20 2.60 2.80 2.60 2.50 2.50 2.40 2.40 2.30 2.30 2.20 2.40 2.50 2.60 2.60 2.60 2.40 2.10
12/08/00 2.50 2.40 2.40 2.40 2.40 2.50 2.60 2.60 2.50 2.40 2.20 2.10 1.80 1.65 1.45 1.40 1.40 1.40 1.80 2.50 2.70 2.60 2.60 2.50
12/09/00 1.80 1.80 1.60 1.40 1.40 1.40 1.40 1.60 2.00 2.60 2.80 3.00 3.00 2.80 2.70 2.60 2.60 2.60 2.40 2.40 2.40 2.20 2.00 2.00
12/10/00 1.80 1.80 1.40 1.40 1.40 1.40 1.60 1.40 1.80 2.40 2.60 3.00 3.00 2.80 2.80 2.60 2.60 2.60 2.60 2.60 2.60 2.60 2.40 2.20
12/11/00 1.80 1.70 1.60 1.50 1.50 1.50 1.80 2.50 2.60 2.60 2.60 2.60 2.60 2.40 2.50 2.50 2.50 2.50 2.50 2.60 2.60 2.60 2.50 2.20
12/12/00 1.80 1.70 1.50 1.40 1.40 1.40 1.50 2.20 2.80 2.70 2.60 2.60 2.60 2.40 3.00 2.20 2.20 2.40 2.80 2.60 2.60 2.60 2.60 2.40
12/13/00 2.00 1.70 1.50 1.40 1.40 1.40 1.70 2.20 2.60 2.60 2.50 2.50 2.40 2.20 2.20 2.20 2.20 2.20 2.40 2.50 2.50 2.50 2.40 2.20
12/14/00 2.00 1.60 1.50 1.50 1.40 1.40 1.60 2.20 2.40 2.40 2.60 2.60 2.60 2.60 2.60 2.50 2.40 2.40 2.40 2.40 2.60 2.60 2.50 2.20
12/15/00 2.00 1.80 1.60 1.50 1.40 1.40 1.40 2.30 2.60 2.60 2.60 2.60 2.50 2.50 2.20 2.20 2.20 2.40 2.40 2.60 2.60 2.50 2.40 2.00
12/16/00 2.20 2.20 2.20 2.00 1.80 1.60 1.80 1.80 2.00 2.40 2.80 2.90 2.80 2.70 2.60 2.60 2.50 2.40 2.40 2.40 2.30 2.20 2.10 2.20
12/17/00 3.20 2.80 2.70 2.60 2.60 2.60 2.60 2.50 2.60 3.00 3.50 4.60 4.20 4.00 4.00 3.90 3.90 4.20 5.00 4.50 4.00 3.70 3.60 3.50
12/18/00 2.80 2.60 2.40 2.40 2.30 2.30 2.40 3.20 3.70 3.50 3.60 3.50 3.30 3.40 3.20 3.20 3.20 3.20 3.30 3.30 3.40 3.30 3.20 3.00
12/19/00 2.80 2.60 2.40 2.40 2.20 2.30 2.40 3.00 3.50 3.30 3.20 3.20 3.20 3.20 3.20 3.00 3.00 3.00 3.20 3.20 3.20 3.20 3.00 3.00
12/20/00 2.60 2.50 2.20 2.00 2.00 2.00 2.40 2.80 3.00 3.20 3.20 3.20 3.20 3.20 3.20 3.00 3.00 3.20 3.20 3.20 3.20 3.00 3.00 2.90
12/21/00 2.60 2.40 2.10 2.00 2.00 2.00 2.30 2.80 3.20 3.20 3.00 3.00 3.00 2.20 3.00 3.00 2.80 2.80 3.00 3.00 3.00 2.90 2.80 2.80
12/22/00 2.40 2.20 2.00 2.00 1.80 1.80 2.00 2.50 3.00 3.20 3.20 3.20 3.20 3.20 3.00 2.90 2.90 2.80 2.90 2.90 2.90 2.80 2.70 2.60
12/23/00 2.40 2.20 2.00 1.90 1.80 1.80 2.00 2.20 2.60 3.00 3.60 3.60 3.50 3.40 3.20 3.00 3.00 2.90 2.80 2.80 2.80 2.80 2.50 2.40
12/24/00 2.20 2.00 1.90 1.90 1.80 1.80 1.90 2.10 2.60 3.20 3.30 3.40 3.40 3.30 3.20 3.20 3.00 2.80 2.80 2.80 2.60 2.40 2.40 2.40
12/25/00 2.00 1.90 1.80 1.70 1.70 1.80 1.90 2.00 2.40 2.60 2.80 3.00 3.00 3.20 2.80 2.80 2.60 2.60 2.60 2.60 2.60 2.50 2.50 2.40
12/26/00 2.30 2.00 1.80 1.70 1.70 1.50 1.70 2.20 2.40 2.60 3.00 3.30 3.40 3.20 3.00 2.80 2.80 2.80 2.90 2.80 2.80 2.80 2.60 2.40
12/27/00 2.20 1.80 1.70 1.70 1.60 1.60 2.00 2.20 2.50 2.80 3.10 3.00 3.00 3.00 2.90 2.80 2.70 2.60 2.60 2.80 2.70 2.60 2.60 2.40
12/28/00 2.00 2.00 1.80 1.70 1.60 1.60 1.80 2.20 2.40 2.60 2.80 3.00 2.90 2.80 2.75 2.60 2.60 2.60 2.60 2.70 2.60 2.60 2.40 2.20
12/29/00 1.90 1.80 1.70 1.60 1.50 1.40 1.60 2.10 2.40 2.60 2.80 2.90 2.90 2.80 2.60 2.60 2.60 2.55 2.60 2.60 2.60 2.30 2.20 2.00
12/30/00 2.00 1.80 1.70 1.60 1.60 1.50 1.60 1.80 2.00 2.50 2.60 2.80 2.85 2.85 2.80 2.80 2.80 2.80 2.80 2.60 2.60 2.55 2.40 2.20
12/31/00 2.00 1.80 1.80 1.70 1.60 1.50 1.60 1.60 1.85 2.40 2.60 2.80 2.90 3.00 3.00 2.80 2.75 2.75 2.60 2.60 2.60 2.40 2.20 2.00
A-II
January 2001 Hourly Flow (mgd)
DATE 1:00 2:00 3:00 4:00 5:00 6:00 7:00 8:00 9:00 10:00 11:00  12:00 13:00 14:00 15:00 16:00 17:00 18:00 19:00 20:00 21:00 22:00 23:00 23:59
01/01/01 I.9 1.70 1.50 1.40 1.40 1.40 1.50 1.50 1.70 2.10 2.50 2.60 2.80 3.00 2.90 2.80 2.60 2.60 2.60 2.60 2.60 2.60 2.50 2.20
01/02/01 2.00 1.80 1.70 1.50 1.40 1.40 1.70 2.40 2.60 2.60 2.60 2.60 2.60 2.60 2.50 2.40 2.40 2.40 2.50 2.60 2.70 2.70 2.60 2.30
01/03/01 2.00 1.80 1.70 1.60 1.50 1.50 1.70 2.40 2.80 2.80 2.60 2.60 2.50 2.50 2.40 2.40 2.30 2.40 2.40 2.60 2.70 2.60 2.50 2.30
01/04/01 2.00 1.80 1.60 1.50 1.50 1.50 1.60 2.40 2.60 2.70 2.60 2.60 2.50 2.50 2.40 2.40 2.40 2.40 2.50 2.60 2.60 2.70 2.60 2.40
01/05/01 2.10 1.80 1.60 1.60 1.50 1.40 1.50 2.30 2.60 2.70 2.60 2.50 2.50 2.40 2.40 2.40 2.40 2.40 2.50 2.50 2.60 2.50 2.40 2.20
01/06/01 2.00 1.80 1.70 1.60 1.60 1.40 1.40 1.60 1.80 2.30 2.60 2.80 2.90 2.80 2.80 2.70 2.60 2.60 2.60 2.60 2.50 2.40 2.20 2.10
01/07/01 1.80 1.60 1.50 1.40 1.40 1.40 1.50 1.50 1.80 2.30 2.60 2.90 3.00 3.00 2.80 2.70 2.60 2.60 2.60 2.60 2.60 2.60 2.40 2.20
01/08/01 2.00 1.60 1.60 1.40 1.40 1.40 1.60 2.20 2.60 2.70 2.70 2.60 2.60 2.50 2.50 2.40 2.40 2.40 2.40 2.50 2.60 2.60 2.50 2.20
01/09/01 2.00 1.60 1.50 1.40 1.40 1.40 1.60 2.40 2.60 2.60 2.50 2.50 2.40 2.30 2.30 2.20 2.20 2.30 2.40 2.50 2.60 2.60 2.50 2.30
01/10/01 1.80 1.60 1.40 1.40 1.40 1.50 2.00 2.60 2.60 2.60 2.60 2.50 2.40 2.30 2.30 2.30 2.20 2.40 2.50 2.60 2.60 2.50 2.40 2.00
01/11/01 1.80 1.60 1.40 1.40 1.40 1.40 1.80 2.40 2.60 2.60 2.60 2.40 2.40 2.40 2.30 2.30 2.30 2.40 2.40 2.50 2.60 2.50 2.40 2.00
01/12/01 1.80 1.60 1.40 1.40 1.40 1.40 2.00 2.50 2.60 2.60 2.60 2.50 2.40 2.30 2.30 2.30 2.20 2.40 2.40 2.40 2.40 2.20 2.20 2.00
01/13/01 1.80 1.60 1.60 1.40 1.40 1.30 1.40 1.70 2.20 2.60 2.80 3.00 2.90 2.80 2.60 2.50 2.50 2.40 2.40 2.30 2.20 2.20 2.00 2.00
01/14/01 1.80 1.60 1.40 1.40 1.40 1.40 1.40 1.50 2.10 2.50 2.70 2.90 2.90 2.80 2.60 2.60 2.50 2.40 2.40 2.40 2.40 2.20 2.10 2.00
01/15/01 1.40 1.60 1.40 1.40 1.40 1.40 2.00 2.00 2.40 2.40 2.40 2.50 2.70 2.80 2.60 2.50 2.60 2.60 2.60 2.60 2.60 2.60 2.50 2.80
01/16/01 1.80 1.60 1.40 1.40 1.30 1.40 2.00 2.60 2.60 2.60 2.50 2.40 2.40 2.30 2.30 2.30 2.40 2.40 2.50 2.60 2.60 2.60 2.40 2.20
01/17/01 1.80 1.60 1.40 1.40 1.40 1.40 1.60 2.40 2.60 2.70 2.60 2.50 2.40 2.40 2.40 2.40 2.40 2.30 2.40 2.50 2.60 2.60 2.50 2.30
01/18/01 1.90 1.70 1.50 1.40 1.40 1.40 1.70 2.40 2.60 2.60 2.60 2.50 2.40 2.30 2.20 2.20 2.20 2.30 2.30 2.50 2.60 2.50 2.40 2.10
01/19/01 1.90 1.70 1.60 1.40 1.40 1.40 1.40 2.40 2.60 2.60 2.50 2.50 2.50 2.40 2.40 2.40 2.40 2.40 2.40 2.50 2.50 2.40 2.20 2.10
01/20/01 1.90 1.70 1.60 1.50 1.40 1.30 1.30 1.60 1.90 2.40 2.70 2.90 2.80 2.60 2.60 2.60 2.50 2.40 2.40 2.40 2.40 2.20 2.20 2.00
01/21/01 1.90 1.40 1.40 1.30 1.30 1.20 1.40 1.40 1.70 2.00 2.30 2.60 2.80 2.90 2.80 2.80 2.70 2.60 2.60 2.60 2.60 2.50 2.40 2.00
01/22/01 1.80 1.60 1.40 1.40 1.30 1.30 1.60 2.40 2.60 2.60 2.60 2.50 2.40 2.40 2.40 2.30 2.20 2.20 2.40 2.40 2.50 2.50 2.40 2.10
01/23/01 1.80 1.60 1.50 1.40 1.30 1.40 1.60 2.20 2.60 2.60 2.50 2.40 2.40 2.40 2.40 2.30 2.20 2.30 2.40 2.50 2.60 2.60 2.40 2.20
01/24/01 1.80 1.70 1.50 1.40 1.40 1.40 1.70 2.40 2.70 2.70 2.60 2.60 2.50 2.50 2.40 2.40 2.30 2.30 2.40 2.50 2.50 2.50 2.40 2.00
01/25/01 1.80 1.60 1.40 1.40 1.30 1.40 1.50 2.40 2.60 2.60 2.60 2.50 2.40 2.20 2.30 2.20 2.20 2.20 2.40 2.50 2.60 2.50 2.40 2.20
01/26/01 1.80 1.60 1.50 1.50 1.40 1.30 1.40 2.40 2.60 2.60 2.60 2.60 2.50 2.40 2.20 2.20 2.20 2.20 2.40 2.40 2.30 2.20 2.20 2.00
01/27/01 1.70 1.60 1.40 1.40 1.20 1.20 1.20 1.60 2.00 2.50 2.70 2.80 2.90 2.70 2.60 2.50 2.40 2.40 2.40 2.40 2.20 2.10 2.00 1.90
01/28/01 1.90 1.60 1.40 1.30 1.20 1.20 1.40 1.40 1.60 2.20 2.60 2.80 2.90 2.90 2.90 2.70 2.60 2.60 2.50 2.50 2.40 2.40 2.20 2.10
01/29/01 1.90 1.60 1.40 1.40 1.30 1.30 1.50 2.20 2.60 2.60 2.50 2.50 2.40 2.40 2.40 2.30 2.20 2.40 2.40 2.50 2.60 2.50 2.40 2.10
01/30/01 2.00 1.80 1.60 1.40 1.40 1.40 1.60 2.20 2.60 2.60 2.60 2.50 2.40 2.40 2.50 2.60 2.80 2.80 2.70 2.70 2.80 2.70 2.60 2.30
01/31/01 2.00 1.80 1.60 1.40 1.40 1.50 1.80 2.20 2.80 2.70 2.70 2.60 2.60 2.40 2.40 2.40 2.50 2.60 2.60 2.70 2.70 2.60 2.50 2.40
A-III
Appendix B:  Monthly Operational Logs, November 2000-January 2001












Appendix C:  Special Study, January 10-16, 2001
Hourly Dosage Rate of Sodium Hypochlorite (January 10-16, 2001)
Time 1:00 2:00 3:00 4:00 5:00 6:00 7:00 8:00 9:00 10:00 11:00 12:00 13:00 14:00 15:00 16:00 17:00 18:00 19:00 20:00 21:00 22:00 23:00 23:59
1/10 2 1.8 1.7 1.7 1.7 1.7 2.1 3.2 3.2 3.2 3.2 3.2 3.2 2.9 2.9 2.9 3 3.2 3.2 3.2 3.2 3.2 3.2 2.1
1/11 2 1.8 1.7 1.7 1.7 1.7 2.1 2.1 3.2 3.2 3.2 3.2 3.8 3.9 3.2 3.2 3.2 3.2 3.2 3.2 3.2 3.2 3.2 2.1
1/12 2 1.8 1.7 1.7 1.7 1.7 1.7 1.8 2.8 3.2 3.2 4 4 3.9 3.2 3.2 3.2 3.2 3.2 3.2 3.2 3.2 3 2.1
1/13 2 1.8 1.8 1.7 1.7 1.7 1.7 2 2.9 3.2 3.3 4 4 3.9 3.2 3.2 3.2 3.2 3.2 2.9 2.9 3 2.1 2.1
1/14 2 1.8 1.7 1.7 1.7 1.7 2 3.2 3.2 3.2 3.2 3.2 3 2.9 2.9 2.9 2.9 3.2 3.2 2.9 2.9 3 2.2 2.1
1/15 1.7 1.8 1.7 1.7 1.7 1.7 2 3.2 3.2 3.2 3.2 3 3 3 2.9 2.9 2.9 3.2 3.2 3.2 3.2 3.2 3.2 3.2
1/16 2 1.8 1.7 1.7 1.7 1.8 2.1 3.2 3.2 3.2 3.2 3.2 3 2.9 2.9 2.9 2.9 3.2 3.2 3.2 3.2 3.2 3.2 2.2
Max 2.00 1.80 1.80 1.70 1.70 1.80 2.10 3.20 3.20 3.20 3.30 4.00 4.00 3.90 3.20 3.20 3.20 3.20 3.20 3.20 3.20 3.20 3.20 3.20
Min 1.70 1.80 1.70 1.70 1.70 1.70 1.70 1.80 2.80 3.20 3.20 3.00 3.00 2.90 2.90 2.90 2.90 3.20 3.20 2.90 2.90 3.00 2.10 2.10
Average 1.96 1.80 1.71 1.70 1.71 1.71 1.96 2.67 3.10 3.20 3.21 3.40 3.43 3.34 3.03 3.03 3.04 3.20 3.20 3.11 3.11 3.14 2.87 2.27
Hourly Flow Rate (January 10 -16, 2001)
DATE 1:00 2:00 3:00 4:00 5:00 6:00 7:00 8:00 9:00 10:00 11:00 12:00 13:00 14:00 15:00 16:00 17:00 18:00 19:00 20:00 21:00 22:00 23:00 23:59
1/10 1.8 1.6 1.4 1.4 1.4 1.5 2 2.6 2.6 2.6 2.6 2.5 2.4 2.3 2.3 2.3 2.2 2.4 2.5 2.6 2.6 2.5 2.4 2
1/11 1.8 1.6 1.4 1.4 1.4 1.4 1.8 2.4 2.6 2.6 2.6 2.4 2.4 2.4 2.3 2.3 2.3 2.4 2.4 2.5 2.6 2.5 2.4 2
1/12 1.8 1.6 1.4 1.4 1.4 1.4 2 2.5 2.6 2.6 2.6 2.5 2.4 2.3 2.3 2.3 2.2 2.4 2.4 2.4 2.4 2.2 2.2 2
1/13 1.8 1.6 1.6 1.4 1.4 1.3 1.4 1.7 2.2 2.6 2.8 3 2.9 2.8 2.6 2.5 2.5 2.4 2.4 2.3 2.2 2.2 2 2
1/14 1.8 1.6 1.4 1.4 1.4 1.4 1.4 1.5 2.1 2.5 2.7 2.9 2.9 2.8 2.6 2.6 2.5 2.4 2.4 2.4 2.4 2.2 2.1 2
1/15 1.4 1.6 1.4 1.4 1.4 1.4 2 2 2.4 2.4 2.4 2.5 2.7 2.8 2.6 2.5 2.6 2.6 2.6 2.6 2.6 2.6 2.5 2.8
1/16 1.8 1.6 1.4 1.4 1.3 1.4 2 2.6 2.6 2.6 2.5 2.4 2.4 2.3 2.3 2.3 2.4 2.4 2.5 2.6 2.6 2.6 2.4 2.2
Max 1.8 1.6 1.6 1.4 1.4 1.5 2 2.6 2.6 2.6 2.8 3 2.9 2.8 2.6 2.6 2.6 2.6 2.6 2.6 2.6 2.6 2.5 2.8
Min 1.4 1.6 1.4 1.4 1.3 1.3 1.4 1.5 2.1 2.4 2.4 2.4 2.4 2.3 2.3 2.3 2.2 2.4 2.4 2.3 2.2 2.2 2 2
Average 1.743 1.6 1.429 1.4 1.386 1.4 1.8 2.186 2.443 2.557 2.6 2.6 2.586 2.529 2.429 2.4 2.386 2.429 2.457 2.486 2.486 2.4 2.286 2.143
C-I
